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Opening Remarks

Marks Schimmel

a Site Vice Presiaent, Prairie Island Nuclear
Generating Plant, Nerthern States Power
Company — Minnesota

» [ntroductions




Opening Remarks

PUrpoese; off this confierence

s Discuss our licensing andi desigmni basis for
iInternal floeding; what commitments we
made

s/ DISCUISs ouUr Understanding and: poesition oiF our:
licensing commitments

s Describe the significance determination
evaltiation we performed

sl Discuss corrective actions we will implement




Opening Remarks

Agenda

s Internal Floeding Licensing and [Design Basis
s Perfiormance deficiency: discussion

x| Signiticance PDetermination evallation

x| Corrective; action to Impreve; the: pregram




Management iechnical SUmmany.

Mark Huting
s Fleet Progran Engineering| Director

s Responsible for PRAIncluding the Significance
Determination Process (SDP)

s Responsible fer 28 other programs
s Significant Invelvement withr thisievaluation
s Extensive resources employed




Licensing Basis

Consisting| of responses te the 1972 AEC
PeYoung and Giambussorletters

PeYoung letter fioctis on: internal floeding

Glambussosletter focusionr NiIgh ERErgy:.
pipe break (HELB)




Perfermance Deficiency,

Licensing basis decumentation for turbine building fleoding is
minimal

Silent: eni issues such as fleeding, caused; by consequential pipe
fallure firom HELB pipe whip

Tiurbine; building internall flooding basis Was:

= Building design allows fox significant flooding| prior to: safety: related
eqguipment damagde, alarms andisump: pumps also SUpport recognition

= Mitigation! is achieved! for the beunding main circulating) water break
through eperator action to trip pumps

Review: of licensing decumentation did not diSCover any
nencompliances; from: plant design

Design has been improved from| oxiginal basis to addlan autematic
circulating water pump) trip: on high*condenser pit water level

Information: learned from SDP’ evaluation: is being used to reduce
risk but is not a requirement of our license




Significance Determination

Actual Prairie; Island licensing commitments are minimal making
it difificult to determine i al performance deficiency: exists

Performance Deficiency. was initially determined based on
conservative interpretation of regulatory documents

SDP was! perfiormed to determine safety’ significance

Because PRA Is used in evaluation, beyendi Design Basis events
dre; considered!and for thisievaluation are the major contributers
to risk

Results of SDP Is lew! to) moderate; safety: significance due to
beyond design basis inputs

Without beyond design basis/ inputs SDP weuld' be very: low,
safety’ significance




Analytical Inputs te the PRA Model
andl PRA Results

RICk: Ronrer
s Fleet Program’ Engineering Manager

XcellEnergy: feami— Ops;, Engr, Fleet

Consultants — Maracor;, Stevenson &
Associates; Others




Internal Flooding Significance

Flood Seismic Risk

Propagation Assessment
Analysis

Pipe Break
Frequency

Significance

Human
Reliability
Analysis
HELB
Pipe Whip Environment &
Screening Habitability




Floed Propadation Analysis

Criticall Floed Heights
GONHIC Moael
Compartment volUmes, doer daps, Openings,

and' elevations.

Release paths to outadoors, other buildings
s Personnel doers

s [fruckway: roll-up: doors

Timing to reachy critical floodl heights
Screened out < 5,000 gpm




Simplified GOTHIC Floeding Model

Admin Bldg

Unit 1 Turbine Bldg

Doors Outdoors
oor

Unit 2 Turbine Bldg

. Trench | .,
695 AFW Room 695

Doorlgaps

Battery
Rooms

D1 Room

Auxiliary
Bldg

D2 Room

oorga-
Unit 2 Cond.
Pit




Seismic Analysis

EPRI 1016736 Uniform; Hazard Spectra.

Walkdewns, Cooling Water, Fire
PrOtection.

>150" seismic firagilities, assigned.

Petalled analysis for Important
COmMponNERLts.

Ofisite Power Availability.




PINGP Unit 1 Turbine Bldg Seismic Flooding Risk (Total = 2.45E-6/yr)

LL
(]
o
Q
£
i)
<))
)
[
(o]
]
c
(<))
(3]
S
()
o

.15-.20

Peak Ground Acceleration, g




Pipe Break Freguencies

Used EPRI 1015144 data
Continueus; curve; Vs, stalr-step.




Failure Rates for River Water Line > 10"

—EPR 1013141
i This Study

Flood
F2,000gpm
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Highi Energy: Line Breaks (HELBS)

Consequences
s Energy: release — habitability,
s Fire sprinkler actuations

s Blow-eut: panel actuations
s PIpe Whip interactions

Modeled using GOTHIC (different model
than floeding moedel)




Habitability times

Generally within: 10 minutes due to

SPrin

Smal
SPKin

kiers and blow-eut panels:
er breaks more cnallenging — fiew.

Klers anal fiew: blew-out panels:

Input tor Human: Reliability-Analysis.




Has the interaction been evaluated in
CCHELB SDP?

b&Fxclude from this SDP

No

Is moving pipe normally isolated/
deenergized?

No ¢,

Is the target less than 4

.

NOJL

Does the target have a cast iron
component that could fail?

NOJL

Is moving pipe thicker
than target pipe?

Yes JL

Has the interaction been geometrically
analyzed, concluding target pipe
damage is minimal?

Exclude from SDP

Will not contribute
significantly, does not

warrant further
investigation.

AES analysis supports no
target damage. Excluded
from interaction set.

No

Can not conclude
target pipe
damage is minimal.

Not considered a
piping interaction.
Excluded




Pipe Whip: Interaction — Case; 5

0.087 sec




Human Reliability: Analysis

EPRIFHRA Calcllatoer Software

Humanr Cognitive Reliability: /- Operator:
Reliability: Experiment (HCR/ORE) method.

72 Different HEPS calculated.




Influence of Challenges & Environment on HEP

—o—HD HELB - Isolate CL and FP
Breaks

—a— [solate Random CL Break

—— SPAR-H HEP - HELB

—— SPAR-H HEP - Random
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Conservatisms

NG credit for roll-Upr deors Open N SUMMEr’ or
northeast: door blocked open

Pipe whip analysis geometry,
NG credit for' persoennel reporting flood, unless
they: were, dispatched! ter investigate

D1 & D2 failure when unit 1 condenser pit
overiills

HELB' interactions; that did' not: screen were
assUmed tor cause significant: damage; to: target.




Conclusions

Pelta-CDP N the lIow-te-mederate safiety
Significance range
Driven by’ seismicievents beyond the

design basis, and by’ moderately: sized
HELB Interactions.




Root Cause and Actions to Prevent
Recurrence

Tlhemas Roddey,
a PINGP Engineeringl DesigniiManader

Results of roet cause; evaluation
Interim’ measures te assure compliance
Ongoing actions




Root Causes

Root Cause 1

s An Incorrect mindset was developed that large
Internall fleoding events: in: the diurbine Building could
pe; mitigated by eperator action and plant: design.

Root Cause 2

s Management oversight:and reselution off identified
Turbine Building HELB and floeding ISSUES were
lacking.




Contributing Causes

Contributing Cause 1

s Review. of some Operating Experience failed to
identify the significance off HELB induced secondary
spUrces| ofi fleeding inithe turbine building:

Contributing Cause 2

s [Lack off comprenensiver knowledde; or understanding
of the' Licensing and Design basis for liukbine Building
Flooding|and Turbine Building HELB! contributed to
the problem.




Actions to Prevent Recurrence

Root Cause #1

s Develop and appreve design: and licensing basis for
Tiurbine Building flooding.

s Conduct training needs analysis fox licensingland
design basis.

s Conduct training based on the; needs analysis.




Actions to Prevent Recurrence

Root Cause #2

s Revised proceduresigoverning Project Review: Group
(PRG) {0 Increase station Senior management:
OVersight.

Licensing and design: basis nen-confiormance ISSUEs receive
highest priority: ranking,

= Improve governance and oversight off fleet pregram
Implementation.

Develop Engineering Programs standard andl conduct gap
analysis:

Develop an iImprovement plan and document actions in CAP.
Present improvement plan Plant Health Committee.
Establish performance indicators for moenitoring.




Interim measures

Opened Turbine Building roll-upr deors
Installed flood barriers
Secured' Valve access CoVers




Additional Actions

Revise fleet guidance, to include extent of
condition in reviewing Operating EXperience.

Evaluate Auxiliary: Building and Screen House for
Uinanalyzed sources off iInternal floeding.

Finalize station design,




Conclusions

Prairie; Island has thoroeughly evalluateal the

ISSUES related torlegacy design Weakinesses
andl developed efifective; corrective; actions

O prevent recurience,




Conclusions (Cont.)

a [[he corrective actions assure that:

Tihe station’s licensing and design basis, for

flooding|is well' docuimented and understood by
Program OWNEers.

Management oversight off Engineering| Programs Is
improved and sustained.

Preper prioritization s given: te: legacy design
ISSUES|and resources ane dedicated tor prompily.
resolving them.




Closing Remarks;

Mark: Schimmel

x [ntermal flooding pregram Improvement Is required
and resources will'be allocated tor accomplish

s SPP' risk contribution: isi predeminantly’ frem beyoend
design basis events

s Research has determined that we have in the past
and coentinue ter meet or exceed our licensing
commitments

s Plant designi changesi have continued to' Improve
margini in risk from internal flooding




Closing Remarks;

Executive; Closing Comments




Questions?






